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NOMENCLATURE

UET UniEnergy Technologies

SOW Statement of Work

SEL Schweitzer Engineering Laboratories
PCS Power Conditioning System

HMI Human Machine Interface

PPE Personal Protective Equipment

PCC Point of Common Coupling

THD Total Harmonic Distortion

Isc Short Circuit Current



1. INTRODUCTION

This report i s t he -faryrsytenaevadluation obtheall MWL 8DEWHh t hi r

Avista installation. This evaluation was performed as part of the contracted 2.2 MW
Uni.SystemM that will be installed at the SnoPUD Everett substation. ThéSBoproject is
outlined in Section 2.2 of the Statement of Work (SOW) in the existing contract between
1Energy and UniEnergy Technologies (UET).

1.1. Scope

Sandia was tasked to witness and evaluate the operation of the 1MW / 3.PkiV8stemM
AC energy storage system that is installed on the Schweitzer Engineering Laboratories (SEL)
campus in Pullman, WA.
Tasks included the following:
1 Review UET test plan
1 Review system installation at the site, including:
0 Physical arrangement of system comgiats
o Verify metering points and data recording and monitoring capabilities
9 Physically witness tests during operation for 2 daysitn
1 Review test data and deliver results

Data collected from the tests were used by Sandia to determineUifitisystemM performed as

per the system performance specifications provided to Avista and if it met the performance
metrics of the PNNL/SNL testing protocol [2]. Performance specs for the WHEBystem™

are shown irkrror! Not a valid bookmark seteference.

Table 1 - UET Uni.System™ Performance Specifications

Nameplate and Peak Power 1 MW, 1.2 MW

AC

Maximum Energy, AC 3.2 MWh

Rated Power: Discharge 1 MW: continuous cycling, 1 MW @ 2 hr, 640 kW @

Duration, AC hr, 520 kW @ & hr

Efficiency 65-70% AC round trip at the inverter

Self-Discharge < 2% in standby mode

Cycle Life Unlimited cycles within system design life

System Design Life 20 years

DC Voltage Range 465 Vyc T 1000 Ve

AC Voltage Output Medium Voltage (4,160 M1 34.5 kV4)

Power Factor Range Available Option

Power Control Modes Dispatch and Autonomous, 50 ms response time

Communications & Data DNP 3.0 or IEC 61850

Protocols

Ambient Temperature -40°C to 50°C, active cooling for extended operai
>35°C



System Footprint 2,173 ft (assuming 2 rows of 5 containers with do
facing a common 13 ft aisle)

1.2. Technology

Figure 1 -1 MW /3.2 MWh UET Uni.System™ at Pullman, Washington

The Uni.SystemM is a vanadium flow battery that is rated for 1.2 MW / 3.2 MWh. The system
consists of two battery strings. Each string is housed in four &igping containers with a

fifth container on each string that contains the 600 kW power conditioning system (PCS). The
DC input of the PCS has a nominakc.\operating range of 4654yi 1000 Vge. Each PCS
outputs 283 W which is then stepped up 13.8 khrough a 600 kVA transformer. The 13.8 kV
output from the transformers is then electrically connected to a Trayer automatic transfer switch
which is part of the Avista 13.8 kV electrical distribution system.

Each of the 20 ft containers has three lstaconnected in series. The battery management
system for each battery string is located in the PCS container and is controlled locally through a
human machine interface (HMI) or remotely through a UET site controller. The site controller is
located in amall building known as the panel house approximately 20 ft frordth&ystemM

PCS containers.

10



AI\D\MM‘-WA.AI Mhiten, WA 8027 | Lo LT

MODEL: 750-0002-01

SERIAL NO- UTEU 330-008
BUILD DATE: 12-15-2014

POWER / ENERGY: 150 KW, 4SOKWH
INPUT / OUTPUT AC MAIN: 283VAC, 1000A. 3PH
INPUT / OUTPUT DC MAIN: -~ 250VDC. 1 000ADC

SHORT CIRCUIT; 10KA AC SOURCE
CURRENT RATING: 200A DC SOURCE

uetechnologies.com

Figure 2 - Nameplate for single Uni.System™ battery container

Figure 3 - Uni.System™ battery manag.e—ﬁﬁent system HMI
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1.3. Review Test Plan

Sandia reviewed the witness test document (WitnessiTR&V 1.2.pdf) developed by UET.
Tests outlined in the witness test document were determined to adequately evaluate the physical
operation of theUni.Systemi™, including safety control logic and component functionality.
Parameters that Sandia was not able to verify inhieSystem™ performance specification
(Sandia was tasked to witness and evaluate the operation of the 1MW / 3.RNi\8kstem"
AC energy storage system that is installed on the Schweitzer Engineering Laboratories (SEL)
campus in Pullman, WA.
Tasks included the following:
1 Review UET test plan
1 Review system installation at the site, including:
0 Physical arrangement of system comgiats
o Verify metering points and data recording and monitoring capabilities
9 Physically witness tests during operation for 2 daysit:n
1 Review test data and deliver results

Data collected from the tests were used by Sandia to determineUifitisystem™ performed as

per the system performance specifications provided to Avista and if it met the performance
metrics of the PNNL/SNL testing protocol [2]. Performance specs for the WHEBystemM

are shown irkError! Not a valid bookmark sefeference.

Tablel) included SeHDischarge, System Design Life and Power Control Mode response time.
These parameters were not verified due to either the tests outlined in the witness test did not
address these parameters, or data recording equipment was not at a highsanmplijy rate.

Also, it should be noted that S&ischarge as well as the Power Control Mode response time of
50 ms is usually verified during factory acceptance testitgwever, the SelDischarge of less

than 2% is calculated by UET as the solutiorthe stack discharged through the membrane.
Since the solution in the tanks maintains a constant level, th®Belarge is calculated by the
electrolyte in each stack multiplied by number of stacks and then divided by the total volume of
electrolyteper container. There are three stacks per container and each can hold up t@f 150
electrolyte while the container itself has a total volum@3)000L. Calculation for the Self
Discharge is shown in Equation 1.

| I «tnell «+m® , * : p gp

Fer <Frtm>

Equation 1

Parameters:

Staclguwm = total number of stacks in otni.System™ container

Stacko. = volume of electrolyte in one stack withiruai.System™ contaner, ()
Containeyo. = total volume of electrolyte in origni.System™ container, )

SD = Self Discharge, (%)

1.4. Review Testing Activity At Site

During the Sandia site visit, the physical arrangement of system components were verified
through visual inspdion and compared to thgni.System™ construction drawings. Proper

12



personal protective equipment (PPE), safety documéhtsSystemM Hazard Awareness and
Response), hazard signs, hazard mitigation and emergency response equipment were verified by
Sanda through physical inspection. Hazard items verified included installed hazard mitigation
barriers, hazard signs, emergency response equipment (spill kit, fire extinguisher and eye wash
station) and PPE.

Data recording was accomplished through OSI sa#wwhich collects data every second, and
stores it on a Pl server at UET headquarters. OrUtheSystemM battery string 2, a Hioki
962450 power quality meter with harmonic recording capability was hooked up to the PCS at
the point of common couplinCC). Harmonics were recorded for the duration of the witness
test. Sandia was not tasked to verify total harmonic distortion (THD) during the witness test, but
results are presented in this report.

Figure 4 - Hioki 9624-50 meter installed at one Uni.System™ battery string

13



2. SAFETY CONTROLS LOGIC TESTS

Safety control logic was tested and verified to ensure all the alarms and events that can cause the
Uni.SystemM to shutdown were working properly. The checklist from UET for available
control logic is shown iTable2. In each test theni.System™ was turned on and placedheir

in charge, discharge or idle mode. When a fault or an alarm occurrédhitBgstem™ opened

up the series contactors, disabled pumps and placed pumps at zero speed. The testing verified
that a fault instantaneously disconnected Wme.System™ from the electrical grid through a
breaker located in the PCS container and disabled all pumps.

Most of the alarms are based on sensor inputs, which have a maximum and minimum tolerance
set in the battery management system. To simulate most of the cafétyl logic tests, the
parameters were set to a value that was within the system specification which would be triggered
while theUni.Systemi™ was in normal operation. For example, if thei. System™ would fault

on a high temperature of 100°F, thidueawould be lowered in the tolerance settings to 80°F so

the alarm would be triggered and thai.SystemM would fault. Safety control logic tests that

were simulated are denoted as such in the Test Method section of Table 2.

Sandia was only present dhy the Liquid Leak test and the-&op; the other tests were
performed before the Sandia site visit. Tests performed by UET without Sandia presence were
documented by UET, and are not part of this report.

Table 2 - Safety Control Logic Test Matrix

\\[e} Alarm or Fault Test Method Test Result
1 Liquid Leak Physically place water at System performed a successi
the 3 leak sensors per fault
container
2 Pressure Mismatch Not tested at site. Was None
tested at factory
3 Overchargedshutdown  Simulated Successful Test documented
(High SOC) by UET
4 High Temperature Simulated Successful Test documented
by UET
5 High Pressure Simulated Successful Test documented
by UET
6 High Cell Voltage Simulated Successful Test documented
by UET
7 High Flow Rate Simulated Successful Test documented
by UET
8 PCS Trip Simulated Successful Test documented
by UET
9 High Gl Level Simulated Successful Test documented
by UET
10 High H Level Simulated Successful Test documented

14



by UET
11 E-StopButton Physically pressed the System performed a successl
outside EStop on the PCS fault
container

3. SYSTEM CAPACITY TEST

System capacity is the amount of energy that a system can store as well as discharge at a certain
power rating for a specific duration. As the power rating is increased, the duration decreases and
this relationship is not necessarily linear and can vaagttally from one electrohemistry to

the next. For th&Jni.Systemi™ system capacity test, three tests were performed, each having
different kW discharge commands and durations that are stated in the performance specification
above as well asable3.

Table 3 - System Capacity Test Parameters

Test Discharge Power Estimated Charge = Estimated Discharge
(kW) time (hours) time
: : _ (hours)
1 520 7.3 6.2
2 640 6 4
3 1000 5.3 2

During these tests, the site controller was used to perform the discharge and charge cycles. Since
the site controller does not inherently have a cycling function, a square -clisecgarge profile

was developed by UET and programmed into the site ctertrdligure5, Figure6 andFigure?7

show the square chargkscharge profiles that were run through the site controller. For each
square chargdischarge profile, the test was repeated three times.

As part of the site controller logic, theltage and SOC was limited automatically during testing.
When theUni.System™ encountered a voltage limit, it would automatically enter into constant
voltage mode. When 100% SOC was reached bythsSystemM, the power output is set to
zero to prevet the batteries from being oveharged.

15
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Figure 5 - Test 1 520 kW charge-discharge profile
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Figure 6 - Test 2 640 kW charge-discharge profile
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1000 kW Discharge @ 2 hr

1500

1000

500

Power (kW)

0 Test 3 Profile

-500

-1000
0 5 10 15 20

Time (Hours)

Figure 7 - Test 3 1000 kW charge-discharge profile

3.1. System Capacity Test Procedure

E A

© NG

12.
13.
14.
15.
16.
17.
18.

19.
20.

ChargeUni.System™ to 100% SOC

Program and run Test 1 Profile (520 kW) into the site controller

Record start time of test

Once Test 1 Profile has completed, confirm thattheSystem™ is at 100% SOC. Manually
recharge th&ni.System™ if SOC is not 100%

Record time and verify that data has been captured by the OSI Pl data historian

Allow Uni.System™ to rest for at least 30 minutes

Repeat steps-@ until 3 cycles have begrerformed

ChargeUni.System™ to 100% SOC

Program and run Test 2 Profile (640 kW) into the site controller

. Record start time of test
11.

Once Test 2 Profile has completed, confirm thattheSystem™ is at 100% SOC. Manually
recharge th&ni.System™ if SOC is not 100%

Record time and verify that data has been captured by the OSI Pl data historian

Allow Uni.System to rest for at least 30 minutes

Repeat steps-93 until 3 cycles have been performed

ChargeUni.System to 100% SOC

Program and run Test 3 RFite (1000 kW) into the site controller

Record start time of test

Once Test 3 Profile has completed, confirm thattheSystem™ is at 100% SOC. Manually
recharge th&ni.Systemi if SOC is not 100%

Record time and verify that data has been capturedeb Sl PI data historian

Allow Uni.System to rest for at least 30 minutes
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21. Repeat steps 1%0 until 3 cycles have been performed

3.2. System Capacity Test Results

Results for the system capacity test are showlralsle4. The energy performance is calculated
by the power produced multiplied by the duration that it produced it for shown in Equation 2.

hgri 2= Bgr Equation 2
r == <« » r ==

e Bl
Parameters:
Exwh = Energy produced during one cycle test, (kWh)

X = number of time steps in one cycle test
Puw(i) = Power produced by energy storage at time i, (kW)

tinr = # oOf time steps that equals 1 hour (e.qg. if time step is 5 minghendD / 5 = 12)

To determine the system routrip efficiency, the energy discharged by the energy storage
system during a profile is summed for all three repeated cycles anddilydhe sum of the
energy charged for the same three cycles, shown in Equation 3.

L

B_ _ s
I dhae = ha

M |
Parameters:
SySrte = System Round Trip Efficiency
Eaxwn(i) = Energy disharged during’ cycle test (kwWh)
Ecxwi(i) = Energy charged during cycle test (kWh)
X = number of cycle tests

Equation 3

Also recorded during the tests were the voltage harmonics on one of the two strings. To meet the

IEEE 519, the voltage total harmonictdigion has to be less than 5%.

Table 4 - System Capacity Test Results

System

Power Energy

Cycle [I?)Ij(r:zt?c:?]e Command Performance F\:E(;fl::gr-]rg;p
(kW) Q) %)
1 1 6.2 520 3,225.05 66.27 2.49
1 2 6.2 520 3,218.64 66.12 2.49
1 3 6.2 520 3,218.003 67.11 2.69
2 1 4 640 2,561.46 68.58 2.21
2 2 4 640 2,572.64 66.52 2.19
2 3 4 640 2,562.08 66.26 2.14
3 1 2 1000 2,004.05 64.82 2.56
3 2 2 1000 2,003.00 59.19 2.61
3 3 2 1000 2,018.73 61.92 2.60

18



Power (W)

3.00E+05

2 .00E+05

1.00E+05

0.00E+00

-1.00E+05

-2.00E+05

-3.00E+05

-4 .00E+05

520 kW @ 6.2 hr Voltage Total Harmonic

Distortion

3.00

2.50

- 2.00

- 1.50

/ _/

- 0.50

0.00

o B I
mmdg
t.DI"‘*»U"I‘_|

Time

131
261
391
521
1171
1301
1431
1561
1691

—

Minutes)

1821

1951

2081
2211
2341

Voltage Total Harmonic Distortion (%)

Power Output

— Phase A Voltage
= Phase B Voltage
- Phase C Voltage

Figure 8 - 520 kW @ 6.2 hr Voltage Total Harmonic Distortion for Single String

Power (W)

640 kW @ 4 hr Voltage Total Harmonic D

4.00E+05

3.00E+05

2 .00E+05

1.00E+05

0.00E+00

-1.00E+05

-2.00E+05

-3.00E+05

-4 .00E+05

3.00

""-. ‘ A VA, & . o
% 1.50

- 1.00

- 0.50

0.00

aommhmmammdomm
(== o) o i o ) I = A ) G O Oy v 0O 00

Time (Minutes)

1387
1486

1585
1684
1783

Voltage Total Harmonic Distortion (%)

istortion

Power Output

— Phase A Voltage
- Phase B Voltage
- Phase C Voltage

Figure 9 - 640 kW @ 4 hr Voltage Total Harmonic Distortion for Single String

19




Power (W)

1000 kW @ 2 hr Voltage Total Harmonic

3.00

2.50

- 2.00

1.50

1.00

Distortion
6.00E+05
4.00E4+05 -
2.00E+05 -
0.00E+00
-2.00E+05 . /. / J —/

0.50

0.00

-4.00E+05
-6.00E+05
— O ;oW T O N H O NN OW!M M
A~ O FT O N —AONDOD T Mo O
A NS N O~N000O dNm S N D
™ o o

Time (Minutes)

Voltage Total Harmonic Distortion (%)

Power Output

— Phase A Voltage
= Phase B Voltage
- Phase C Voltage

Figure 10 - 1000 kW @ 2 hr Voltage Total Harmonic Distortion for Single String

20




4. USE CASE TEST PROTOCOL

There were two Use Case tests performed; frequency regulation and peak shaving management. In the
frequency regulation Use Case, the duty cycle for the enstappage ranges frorl00% kW rated
discharge of the system to 100% kW rated charge of the system and the change of power command is
done every 4 seconds. This is based on the dynamic regulation signal from PJM for April 2011 to March
2012, shown in

Figure 11, used in the PNNL/SNL test protocol. Thimi.System™ has a maximum charge rate that is
limited to approximately 960 k\Wtherefore, the system will perience a slight increase in the time the
balance signal is not tracked. The UET has stated thatrtih®ystem™ power tracking has a -+0.5% at

rated power of 600 kW per battery string which is3tkW.

AUl

——
———

Normalized Signal
[=]

A

0 5 10 15 20

Time (hr)

Figure 11 - Dynamic PJM Regulation Signal used in the PNNL/SNL Test Protocol

The second Use Case is peak shaving management, which is when the energy storage is applied
for one or more of the following: energy time shift (arbitrage), elestgply capacity, load
following, transmission congestion relief, distribution system upgrade deferral, transmission
system upgrade deferral, retail demand charge management, wind energy time shift (arbitrage),
base load time shift, photovoltaic energy tisteft (arbitrage) and renewable capacity firming.

For this Use Case, the energy storage is to follow the PNNL/SNL test protocol by cycling the
energy storage with each cycle having ahbr charge window, a variable duration discharge
window and two eqal float windows that bring the total cycle duration to oneh@dr period.

Based on system specification, ain@ur charge time is sufficient so the cycle tests will have
longer rest periods between. The three cycles tested are shown in the figuwes belo

21



Power (kW)

3

IS
8

3

o

-200

-400

-600

-800

520 kW Peak Shaving Duty Cycle

012 3 456 7 8 910111213 14151617 18 19 2021 22 23 24

Time (hours)

B Charge

M Discharge

Figure 12 - Peak Shaving 520 kW Duty Cycle
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Figure 13 - Peak Shaving 640 kW Duty Cycle
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1000 kW Peak Shaving Duty Cycle
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Figure 14 - Peak Shaving 1000 kW Duty Cycle

For both use cases, the tpaicedures along with the results are reported.

4.1. Frequency Regulation Test Procedure

1. Charge or dischargeni.System™ to a certain SOC determined by UET and hold for 15 minutes
before frequency regulation signal begins

2. Program and start the frequency ragjon signal shown ifrigure11 using the site controller

Record Start time of test

4. After following the frequency regulation signal for 24 hours, rechargeUthieSystem back to
original SOC to provide data for a roundtrip efficiency calculation

5. Record time and verify that data has been captured by the OSI Pl data historian

w

4.2. Frequency Regulation Test Results
To calculate the system round trip efficiency for the frequency regulation test the total energy

discharged is divided by the total energy charged. Energy calculations are shown in Equations 4
and 5 and then substituted into Equati

Equation 4

i+ 1

Parameters:
Ed,xwh = energy produced during discharge

X = number of time steps in frequency regulation test (24 hours * 3600 second = 86,400
seconds)

Pww(i) = power produced by energy storage at time i, (kW)

tinr = # oOf time steps that equals 1 hour (3600 seconds / 4 seconds = 900)
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Equation 5

T 1
Parameters:
Eckwh = energy onsumed during charge

X = number of time steps in frequency regulation test

Pw(i) = power consumed by energy storage at time i, (kW)

tinr = # of time steps that equals 1 hour (3600 seconds / 4 seconds = 900)

As part of the frequency regulation, the eryestprage ability to respond to the reference signal
during the 24hour period is calculated using the squared sum of the residual between the signal
command and energy storage output showndoafon6. Also calculated is the magnitude
error between theeference signal and energy storage output in terms of power, discharge energy
in a cycle and the charge energy in a cycle showrgumitons7 and 8. To also determine how
often the system is tracking the reference signal, the total time the systeat fdlanv the
reference signal and percentage tracked is reported shovquati@n9.

L e P
Feiq BT Heao=s Fead Equation 6
Parameters:
Perr = sum of the square of errors between the balancing sigthdharpower delivered or
absorbed by the ESS
X = number of time steps in frequency regulation test
PsienaL(i) = power command from balancing signal (kW)
Pesqi) = power delivered or absorbed by the energy storage (kW)

=+ s i .
Fed# =7 BT shquas Theqg Equation 7
Parameters:
Perr,mac = sum of the absolute magnitude of the difference between the balancing signal and the
power delivered or absorbed by the ESS (kW)
X = number of time steps in frequen®gulation test
PsienaL(i) = power command from balancing signal (kW)
Pesqi) = power delivered or absorbed by the energy storage (kW)

Fri#=1 Bl SFLpd=d Feff o Equation 8
Parameters:
Eerr,mac = sum of the absolute magnitude of the difference between the balancing signal and the
power delivered or absorbed by the ESS (kWh)
X = number of time steps in frequency regulation test
Esienac(i) = balance signal energy for a half cycle, with half cymgéng the signal of the same
sign (above or below theasis)
Eesdi) = energy delivered or absorbed by the energy storage (kwh) for each half cycle

-” J|I=< — L bR Equation 9

]
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z
”-F‘” b Equation 10
F e

. D Equation 11
“iE Y

Parameters:

Sigrrack = portion of the balare signal that was tracked by the energy storage system (%)

Tort(i) = total time the system cannot follow the signal (hours)

Track = error percent between the balance signal and the power delivered or absorbed
normalized to the max power rating of the gyestorage system

PsienaL(i) = power command from balancing signal (kW)

Pesdi) = power delivered or absorbed by the energy storage (kW)

P1o0% = rated max power of the system (kW)

t(i) = time when Track is greater than 2% error in terms of hours

Table 5 - Frequency Regulation Test Results
Discharge Charge Energy Recharge Energy to charge backt  Round Trip

| Energy (kWh) kWh : SOC (kWh) Efficiency (%)
3,860.02 -4,650.92 -1,977.23 58.24
TorF Perr PerR,MAG EerR,MAG Sigrack0)
(hours) (kw) (KWh)
0.24 1,510,453,673  881,394.02 184.00 99.01

Frequency Regulation Test and Recharge

= Power Output

Power (kW)
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NN N —

Figure 15 - Frequency Regulation and Recharge
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Frequency Regulation Signal vs. UniSystem

Power Output
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Figure 16 - Frequency Regulation Signal vs. Uni.System™ Power Output

4.3. Peak Shaving Test Procedure

E A

© N O

10.
11.
12.

13.

ChargeUni.System™ to 100% SOC

Program and start the 520 kW duty cycle showRigure12 using the site controller

Record Start time of test

After 520 kW duty cycle, recharge théni.System™ back to 100% SOC to provide data for a
roundtrip efficiency calculation

Record time anderify that data has been captured by the OSI PI data historian

Program and start the 640 kW duty cycle showRigure13 using the site controller

Record Start time of test

After 640 kW duty cycle, recharge théni.System™ back to 100% SOC to provide data for a
roundtrip efficiency calculation

Record time and verify that data has been captured by the OSI PI data historian

Program and start the 100@/kduty cycle shown ifrigure14 using the site controller

Record Start time of test

After 640 kW duty cycle, recharge théni.System™ back to 100% SOGQo provide data for a
roundtrip efficiency calculation

Record time and verify that data has been captured by the OSI PI data historian
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4.4. Peak Shaving Test Results

Table 6 - Peak Shaving Management Test Results

Duty 8 Hours Charge Window + Off Time

Charge Power Charge Aux Aux Net Rest Max
Time (kW) Energy Energy Energy Consumed Time VrtHp
(hr) (kWh) During During Energy (hr) (%)
Charge Off Time (kwh)
(kWh) (kwh)
7.5 -600  -12,917.10  -697.04 2.7 -13,616.90 5.2+53 2.69
6.2 -600  -10,302.50  -560.91 -15.41 -10,878.80 6.9+ 254
6.9
-600 -8,868.67 -522.36 -16.23 -9,404.26 82+ 256
8.3

Duty Discharge window at different duration
@'/e(s] Discharge Power Discharge Aux Net System Round Max
Time (kW) Energy Energy Delivered Trip Efficiency VTHD

(hr) (kWh) During Energy (%) (%)
Discharge  (kWh)
(kWh)
6.2 520 9,661.74 606.83 9,054.91 66.50 2.42
| B | 4 640 7,696.18 396.39 7,299.79 67.10 2.66
2 1000  6,025.87 209.45 5,816.43 61.85 2.61

Results inTable 6 are the sum of all 3 repeated tests for each duty cycle. In the following
figures, the power outputs are shown.

520 kW Duty Cycle Power Output
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Figure 17 - 520 kW Duty Cycle Power Output
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640 kW Duty Cycle Power Output
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Figure 18 - 640 kW Duty Cycle Power Output

1000 kW Duty Cycle Power Output
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Figure 19 - 1000 kW Duty Cycle Power Output
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5. THD TESTING

THD testing was not a requirement of the witness testing but was added since testing was ahead
of schedule and a power quality meter was available. In order to capture the harmonic output of
theUni.SystemM, an additional test was performed in which eliéint charge and discharge rates

were performed. The power ratings for the charge cycles were 800 kW, 600 kw and 300kW.
Power ratings for the discharge cycles were 1200 kW, 900 kW, 600 kW and 300 kW. These
ratings were selected based on the maximumgehand discharge limits as well as performing

at a low power output which is 25% of nameplate rating. Since there was only one Hioki 9624
50 meter available, only one string was measured.

In order to calculate the Total Demand Distortion, the shocuiticurrent (§) is needed as
stated in IEEE 519992 table shown iffigure20. Since thesk for the Uni.SystemM has not
been determined by UET at this time, @ue of 2 p.u. of the rated PCS current will be used.
The PCS rated current is 1200A so thasl calculated to be 2400A. If the is calculated to be
higher than 2 p.u. of the rated current, the allowable TDD will increase.

Figure 20 - IEEE 519-1992 Harmonic Current Limits [1]

The lowest power output during the test is 25% of the rated power of one string which is 150kW.
Voltage for the PCS is 283ayand calculating the current for 150 kW using the PAgge is

306 A. The largestdI. is 7.84 which the first row in the IEEE 51992 Harmonic Current

Limits will be used which the TDD needs to be less than 5%. Also in accordance to the IEEE
5191992 standard, the total voltage harmonic distortiondasg ess than or equal to 5%.
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